USA Ground Operations Gll, Shegt

Critieal Wom:  ‘valve, Bulterfly

MASA Part No! Nene

Mfg/Part No:  McCanng, Ine. / 6 L300-CS-R-S8/R258/$P2

AUG 23 =9

Criticality Category: 1S
Total Quantity: 2

Systemn: Facility ‘Mater System
Find No. Gty |Area PMN Bacaling | Drawing / Sheet
A1142E8 {V-57) 1 | Pad-A Ke0-0053 Qa7.00 7HKDE0N1 /6
A114306 (V6N 1 | PFad-A Ki31-2842 007.00 veKOa01146 -
Function:
Controls watar fiow to the firex/delugs spray nozzies in \he associatad area,
Failure Motle No. | Fallure Cause Detection Method Grit
Failura Modfe Failura Effect Tune to Effect Cat
085YU3A-001.M8 Comosion, contamination, or failure of internal piecs Valve position switch 15
part.
Fail closed Immediate
Loss of water fow ko the firaxdelyge spray nozzles in
he aszociated area. Possible ss of life ang/ar
vehigle dyring @ nazardous condition,
ACCEPTANCE RATIONALE
Dezign:
v Rated working prassure 575 psig.
« Attual working pressune 220 psig.
= Ratad temperature {degreas Farenneil) -20 6 185,
- Actual temparature ambignt pad tamperature.
Test:
- QM M2088 requires cycling of perimeter area water valves to verifiy proper aperation, :
in all modes of

« OMRSD. File VI requires varification of the operational fusction of the water vaives

aperation annuglly and at replacement

Inspedtion:

- OMI 5048 requires the inspestion of the fivex valves for 5igns of corrosion andfor contamination.

Failurs History:

» Gurfent data on test failures, unexplaingd anomalies, a

nd other failures experienced dufing ground

processing aclivities can be found in the PRACA dgtabase. The PRACA datsbase was résearched and no
failur= data was faund an this compenent in the enbcal fallure mada.

» The GIDEP failure data inlerchanga was researched and ne failure dara was found on this compansnt in
the critical failure moge,

Qperational Usa;
Correcting Action Timetrame
There is 0o action which can be taken ‘o mitigate the failure affest. | Sines no correcting action is available,
timeframa doés not apply.
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